The simulation model is one of the key points affecting the optimal planning and operation of energy hubs (EHs). Since treating the efficiencies of generation units as constants would significantly simplify the calculation, only a simplified model is investigated in most research works. In this paper, aiming at optimizing the capacity configuration of an EH, we present a part-load characteristics-based (PLCB) model, in which the efficiencies of generation units will change with the fluctuating load. Based on the PLCB model, the accuracy of the EH model can be improved. Furthermore, a two-stage planning method is proposed to solve the optimal capacity configuration problem of the EH. Group Search Optimizer (GSO) is used to determine the optimal size in the first stage, and a mathematical programming method is applied to obtain the optimal operation of the EH in the second stage. Comparative studies using the PLCB model and the simplified model are performed to examine the impacts of equipment part-load characteristics on the sizing results. Simulation results indicate that the proposed model appears to have a better economic performance than the simplified model.
Introduction
The most significant concerns for the comprehensive utilization of energy resources are the exponential growth of energy requirements and environmental pollution [1] [2] [3] [4] [5] . Energy hubs play an important role in implementing the integrated energy system as an interconnection point between various energy components and networks. Over the past few years, many researchers have put the concept of the energy hub (EH) into use for facilitating the analysis of multiple energy carrier flows and their interactions [6] [7] [8] [9] [10] [11] [12] . In most of the articles, EHs performed the same function as a combined cooling heating and power (CCHP) system. This may be due to the fact that the EHs are commonly applied to a district energy system supplying energy directly to the end users. For example, a mathematical optimization model of a residential EH considering the human comfort factors was presented in Ref. [13] , aiming at minimizing the total cost of electricity and gas. Then on this basis, the smart energy hub, in which the customers can participate in the integrated demand response program by choosing different ways of energy supply was proposed in Ref. [14] . In addition, the renewable energy, as well as the uncertainty factors were taken into consideration when managing a residential EH [15, 16] .
Generally, reasonable planning is an important premise and guarantee for the stable and efficient operation of EHs. To address the issues related to the optimal planning of EHs, a lot of research works have been proposed. For instance, it has been verified that the appropriate sizing is one of the most important issues for a cost-effective energy system [17] . An incorporated model in which the sizing optimization can be accomplished technically and economically according to the system reliability requirements was proposed in Ref. [18] . In terms of the more complex energy systems, a co-optimization method was presented to determine the optimal operation strategy along with the optimal system configurations, indicating that the new structured CCHP system performs much better than the conventional separate system in the annual cost of the CCHP [19] . When taking the influence of the shortage of energy supplies into consideration, the results showed that the economy of the system would be improved if we design the system considering tolerance for energy supply shortages [20] .
However, a common feature of the aforementioned optimization models is that the energy systems are formulated as linear models, ignoring the nonlinear feature of generation units. The operation of EHs poses a quantity of challenges, which are mainly caused by the fluctuating heating, cooling and electricity demands that the EHs face. Hence, the part-load characteristics are the common conditions encountered in the operation of generation units. As mentioned above, a large number of mathematical models of EHs has been developed to achieve the goal of better economic performance, amongst which, the key difference lies in the methods for dealing with the part-load characteristics of energy converters in the EHs. The energy converters in the EHs are often modelled simply. For instance, most of these models neglect the variations of efficiency or the coefficient of performance (COP) whilst operating at part-load levels. The tri-commodity simplex (TCS) algorithm was proposed to solve the hourly trigeneration problem when treating the equipment efficiencies as constants [21] , and a linear programming was presented for determining the optimal operation mode corresponding to the lowest variable cost [22] . In fact, the assumption in which the equipment efficiencies are constants may lead to inaccurate results in terms of the operation strategy. In addition, the adopted operation strategy is a key factor affecting the optimal planning of EHs. Hence, the part-load characteristics of components in EHs should be taken into consideration in terms of the planning of EHs.
The optimal capacity configurations of EHs is closely and inseparably related to the optimal scheduling of EHs. However, most of these optimal planning and design studies failed to take all of the factors relative to the performance of the system into account, including the capacity of each generation unit, the part-load characteristics of converters, the operation strategy, and so on. Unlike the previous work, this paper presents a two-stage method for the optimal capacity configuration of EHs considering all the aforementioned factors. In the first stage, GSO is applied to solve the optimal capacity configuration problem of generation units in the EH. The objective function is the life cycle cost of the system. In the second stage, a mixed integer nonlinear programming (MINLP) method is used to obtain the optimal operation strategy when taking into account the part-load characteristics of all key equipment in the EH.
It is worth mentioning that the EH considered in this paper is applied directly to the end users with a typical structure, from which the cooling, electricity and heating are supplied simultaneously. In addition to the operation and maintenance cost, the residual cost of the generation units and the emission cost caused by the consumption of electricity and natural gas are also taken into consideration in this paper. Afterwards, aiming at evaluating the impacts of the part-load characteristics of generation units on the capacity configuration of an EH, two test cases are conducted on the part-load characteristics-based (PLCB) model of the EH with profit-oriented operation mode and heat load following mode. Compared to the existing literature, the main contributions of the this paper can be divided into two aspects. On the one hand, this paper proposes a two-stage optimal method to solve the EHs capacity configuration problem. On the other hand, this paper investigates the effects of the part-load characteristics of generation units on the optimal capacity configuration of EHs.
The following parts of this paper are organized as follows. Section 2 describes the part-load characteristics of an EH. Then, a two-stage optimization method for solving the capacity configuration of the EH is presented in Section 3. Two test cases are carried out on the PLCB model and the simplified model in Section 4. Section 5 compares the difference of the optimal capacity configuration and operation strategy of the EH between the two models. Finally, Section 6 draws the conclusions.
Mathematical Model for an EH
A schematic diagram of a typical EH is depicted in Figure 1 . The EH consists of the energy supply side, the generation units' side and the end users' side. As shown in Figure 1 , the energy supply side is composed of the utility grid and natural gas. As for the generation units' side, the gas turbine (GT), heat recovery steam generator (HRSG), gas boiler (GB), electric chiller (EC), absorption chiller (AC) and heat exchanger (HE) are included in this system. Besides, the end users' side consists of the electric demand, cooling demand and heating demand. In this section, the mathematical models of the EH, including the PLCB model and simplified model, are provided.
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It is worth mentioning that the equipment's performance curves are obtained from the related documents [23, 24] , and the detailed depiction of the general form of the models is presented in the following.
Gas Turbine
In the EH, GT is used as the power generation unit for simultaneously producing electricity and recoverable heat. On the one hand, the electricity is used to satisfy part of the electric demand, as well as to drive the electric chiller. The shortage of electricity can be supplemented by the public grid when the electricity produced by GT is insufficient. On the contrary, the excess electricity can be sold back to the grid when the electricity generated by GT is more than the demand. When taking the part-load characteristics of GT into consideration, the output power of electricity and the amount of gas fuel consumption are directly determined by the amount of thermal output. As a consequence, the GT performances based on the part-load characteristics are formulated as follows [24] :
where P t GT and Q t GT denote the output power and heat of the gas turbine at time t, respectively. P t NG represents the power produced by natural gas at time t. LHV refers to the lower heating value of gas. V t GT is the gas consumption of GT at time t. K 1 -K 6 are fitting constants.
Heat Recovery Steam Generator
The heat recovery steam generator is widely used in cogeneration cycle systems due to the ability to recover high-grade waste heat and further improve energy efficiency [25] . In general, HRSG recovers the waste heat generated by GT. A part of the waste heat is applied to drive the absorption chiller, and the other part is used to turn the ordinary water into the hot water we need. In practice, the HRSG is often operated under different parameters due to the temperature of the steam demand. As a result, the efficiency of HRSG is distinct with respect to the rated value, affecting the entire operation performance. For the purpose of simplification, the thermal performance of HRSG is characterized by the relationship between the rated thermal efficiency η HRN and the rated thermal output Q HRN , which are presented as follows [24] :
where Q t HR refers to the heat generated by HRSG at time t and η t HR denotes the thermal efficiency of HRSG at time t, expressed by a quadratic polynomial. η HRN is the rated thermal efficiency of HRSG. K 7 to K 9 are fitting constants.
Gas Boiler
During the shutdown periods of GT, the gas boiler is used for heating water in this study. Similar to HRSG, the thermal performances of GB are expressed by the relationship between the rated thermal efficiency η GBN and the rated thermal output Q GBN , as well, which are shown as follows:
where Q t GB refers to the heat production of GB at time t. η t GB represents the thermal efficiency of GB, while η GBN is the subscript for its nominal parameter. V t GB denotes the gas consumption of GB at time t. K 10 -K 12 are fitting constants.
Absorption Chiller
The absorption chiller is a great choice for utilizing the low-grade heat of the waste heat. So far, there are two kinds of chillers for supplying the cooling demand, including the single-effect chiller and double-effect chiller. The double-effect chiller is more widely used due to its higher coefficient of performance compared to the single-effect chiller [26] . Concerning the part-load characteristics of AC, the thermal performance of AC are described as follows [23] :
where Q t AC is the cooling energy output of AC and ACN is the subscript for its nominal parameter. COP t AC refers to the coefficient of performance of AC at time t. Q t ACin denotes the steam heat consumed by AC at time t.
Electric Chiller
The electric chiller generates cooling through consuming high quality electricity so that the coefficient of performance of EC is higher than that of AC. Taking the part-load characteristics of EC into consideration, the thermal performance of EC is expressed as [23] :
where Q t EC is the cooling energy output of EC. COP t EC refers to the coefficient of performance of EC at time t. P t EC denotes the power consumed by EC at time t.
Heat Exchanger
In view of the fact that the thermal efficiency of the heat exchanger is almost the same under various heating load conditions, a fixed thermal efficiency of HE is given by:
HEout
Q t
HEin (12) where η t HE represents the thermal efficiency of HE. Q t HEin and Q t HEout are the heat input and output of HE at time t, respectively.
Simplified Model
In this subsection, the simplified model of the EH is also presented. In the simplified model, the efficiencies of generation units are treated as constants, which are shown as follows:
where η t GTe , η t GTh refer to the the electrical and thermal efficiency of GT at time t, respectively. η GTeN , η GThN , η HRN , η GBN , COP ACN and COP ECN are the rated efficiency of GT, HR, GB, AC and EC, respectively.
The Optimal Capacity Configuration Problem Formulation
Decision Variables
As the optimal capacity configuration problem consists of the design and operation stages, the decision variables of this sizing problem are divided into design variables and operation variables. As we have considered the running state of each generation unit, the operation variables consist of continuous operational variables and binary operation variables. The design variables are the capacities of GT, HRSG, GB, AC, EC and HE, which are formulated as follows:
where d is a vector of continuous design variables, representing the capacities of generation units.
The continuous operation variables are presented as:
where x t denotes a vector of continuous operational variables, consisting of the power purchased from the grid P t pur , power sold to the grid P t sold , gas consumption of GT V t GT and GB V t GB , power consumed by EC P t EC and the energy input of AC Q t ACin at time t. Taking the on-off state of generation units into consideration, the binary variables are given by:
where b t is a vector of binary operation variables, indicating the running state of each generation unit.
Objective Function
The capacity configuration problem aims at finding the optimal sizes for the generation units in the EH to achieve the best economic benefits at the same time. As for the economic indicators, life cycle cost is often used to evaluate the economic feasibility of a project [27] . In this paper, the life cycle cost of an EH is chosen as the objective function to be minimized. As shown in Equation (16) , the objective function is composed of three parts, including capital cost, residual cost and operation and maintenance (O&M) cost.
where C total is the life cycle cost of the EH. C cap refers to the capital cost. C rc denotes the residual cost of the generation units of the EH. C O&M stands for the operation and maintenance (O&M) cost. The capital cost corresponds to the cost of buying the equipment, which is given by:
where I is the number of generation units. As the capital cost is composed of a variable one and fixed one, c cap i denotes the per-unit variable initial investment cost of equipment i, while F cap i stands for the fixed capital cost of equipment i. c ins i represents the installation cost coefficient of the i-th unit, which is taken as a fraction of its initial investment cost. P rated i denotes the rated capacity of the i-th unit. The operation and maintenance cost is paid to maintain the yearly operation and maintenance of the EH, which is given by:
where N is the expected life span of the EH. C mnt n , C em n and C op n are the maintenance cost, the emission cost and the operation cost of the n-th year, respectively. D(r, n) denotes the present worth factor of the n-th year, which is represented as follows:
where r is the real interest rate.
Similar to the capital cost, the maintenance cost contains variable and fixed ones, as well, which is expressed as:
where T stands for the total yearly operation hours. c mf i and c mv i are per-unit fixed and variable maintenance cost of the i-th unit. P t i denotes the amount of the power output at time t of the i-th unit. The environmental quality reduction is mainly caused by the emissions including CO, CO 2 , SO 2 and NO x from utility electricity and natural gas consumption. Due to the fact that the comprehensive utilization of primary energy would make significant progress in reducing pollutant emissions, the emission cost is taken into consideration in this paper. The emission cost can be calculated as follows:
where J is the type of pollutant emission. c j refers to the environment value of the j-th pollutant emitted. a j e and a j g are the per-unit amount of j pollutants caused by the consumption of electricity and natural gas, respectively.
The natural gas cost in each period time t for the EH is expressed as the natural gas utilized multiplied by the price of natural gas, where the natural gas utilized includes the quantity of gas consumed by GT and GB during time t. As for the electricity cost, it is worth noting that the redundant electricity can be sold back to the electric grid. Therefore, the electricity cost in each period t consists of the cost of purchasing electricity and the revenue due to the electricity sold back to the grid. The unit price for selling and purchasing electricity is assumed to be the same in this paper. The operation cost C op is the sum of natural gas and electricity costs, which can be expressed as:
where C NG and C t E are the natural gas price and electricity price, respectively. P t pur and P t sold denote the power purchased and sold to the grid at time t, respectively.
The residual cost consists of the decommission cost and the salvage value of the equipment, implying the value of all the generation units at the end of the lifespan [3] . The decommission cost and the salvage value of the equipment are presented as follows:
where C dc i and C sc i refer to the decommission cost and salvage value of the i-th energy generation unit, respectively. c dc i and c sc i denote the fraction of decommission cost and salvage value to the initial expenditure of the i-th energy generation unit, respectively.
Constraints
In the optimal capacity configuration problem of the EH, the constraints consist of capacity constraints, the energy balance constraints and various generation units' performance constraints, which are presented in the following.
Capacity Constraints
The lower and upper bounds of the capacity of each generation unit should be limited in order to avoid the profligacy of resources.
where
and P rated i refer to the minimum, maximum and rated capacity of i-th energy equipment, respectively.
Energy Balance Relationships
Electricity balance at time t in the EH can be expressed as:
where L t E denotes the electricity load. The thermal load balance is formulated as:
where L t H denotes the heating load. The cooling load balance is defined as:
where L t C denotes the cooling load. It can be observed from Equations (34) and (35) that there exist two situations in the cooling and heat production. One of the situations is that the energy generated is greater than the demand, and the other one is that the energy generated is just equal to the demand. The two different operation strategies mentioned above correspond to two kinds of operation strategies for the EH, including profit-oriented operation mode and heat load following mode. The operation modes will be covered in more depth in Section 4.
Generation Units' Performance Constraints
The output of each equipment in the EH has to be set between its minimum and maximum values. Moreover, in order to consider the on-off status of each device, the operational limits of generation units can be expressed by:
Opposite Conditions
Due to the fact that the selling and purchasing of electricity cannot be conducted simultaneously, P t pur and P t sold have the relationship described as follows:
Solution Method
As shown in Figure 2 , a two-stage optimization method is proposed to solve the EH capacity configuration problem. In the first stage, GSO is used to obtain the optimal capacity configurations of the EH. GSO is a population-based optimization algorithm. The group consists of three kinds of members: the producer, scroungers and rangers. The member who has the best fitness value is selected as the producer, and it always searches for better resources by sampling three positions randomly in the scanning field. Scroungers take up a large percent of GSO members, and they keep searching for opportunities to locate the resources founded by the producer, which means scroungers move towards and search in the small area around the producer. Besides the producer and scroungers, the rest of the members are called rangers, which walk randomly to locate resources efficiently and escape from the local optima. Due to the large size of the optimization problem in this study, GSO is considered to be a suitable approach. A detailed introduction to the behaviours of producer, scrounger and ranger can be found in Ref. [28] . The MINLP method is used to solve the problem of the second stage. A complete MINLP problem consists of an objective function for the maximum or minimum value, optimization variables and constraints. In this paper, Equation (18) is the objective function; Equations (1)- (12), (24)- (28), and (33) are equality constraints; Equations (34) and (35) are inequality constraints; Equations (36)-(40) are lower and upper bound constraints.
Firstly, given the values P rated GT , P rated HRSG , P rated GB , P rated AC , P rated EC and P rated HE obtained from the first stage, the optimal operation strategy of the second stage can be obtained. Afterwards, based on the operation results of the second stage, the optimal value that minimizes the total cost will be found by GSO. Based on these analyses, the two-stage programming problem can be formulated as a master problem in combination with a sub-problem, which is shown as follows:
where C total denotes the objective function at the design stage and C O&M refers to the objective function at the operation stage. d and x t denote the vectors of design and operation variables. b t refers to the binary variables, which are valued as either zero or one. G and H represent the equality and inequality constraints of the design stage, respectively. Similarly, g and h refer to the equality and inequality constraints of the operation stage. Moreover, the superscript '*' represents the known value at the corresponding optimization stage. The flowchart of the two-stage optimization method is shown in Figure 3 , and the detailed procedures are illustrated as follows.
•
Step 1: Initialization. Input the EH data, such as the technical and economic parameters of generation units, electricity, heating and cooling demand and natural gas price. Then, initialize all of the group members M and the total number of iterations N of GSO.
•
Step 2: GSO solution update.
a. Each of the group member is used with the second stage problem. The MINLP optimization is run.
b. The GSO fitness function value is then computed to determine the total cost of each group member.
c. The process continues until the number of group members reaches M . Then, GSO generates new members.
Step 3: Stopping criterion. If the maximum number of iterations reaches N, the execution stops. Otherwise, it continues from Step 2. 
Case Study
With the optimization method and its solution strategy described in Section 3, the PLCB model and the simplified model proposed in Section 2 are applied to the design of the EH for a hotel in Beijing. Two cases are investigated for comparison purpose. In Case 1, the PLCB and simplified models of the EH are operated with profit-oriented mode. In this mode, the heating and cooling energies produced by generation units are allowed to be larger than the demand. In Case 2, the two proposed models are operated with the thermal load following operation strategy. In such an operating mode, there is no excess heating and cooling produced, but the surplus electricity is still allowed to be sold back to the outside grid.
To reduce the total number of variables in the optimization model, three types of typical days per year, namely summer, winter and mid-season days, are introduced in consideration of the hotel's seasonal and daily variations in energy demands. Each typical days is divided into three time periods, each of which has eight hours. The definition of typical days are shown in Table 1 . Table 2 shows the energy prices, as well as the energy demands during the peak, even and low periods. It can be observed that the electricity price varies with time, while the price of natural gas is kept as 0.45 $/m 3 in this paper [29] . In addition, it should be mentioned that according to the human thermal comfort study [30] , the peak heating load of the consumer usually occurs when the electricity price is low, while the low heating load occurs when the electricity price is even. All case studies are solved using the MATLAB platform. For the first stage optimization, the population size for GSO is 60, and the maximum iteration number is 300. For the second stage, the optimization problem for the PLCB model is an MINLP problem, while it is an MILP problem for the simplified model. Both of the MINLP and MILP problems are solved by Solving Constraint Integer Programs (SCIP) , which is capable of efficiently solving linear and nonlinear optimization problems that contain a large number of variables. Tables 3 and 4 show the information on the generation units, including their economic and technical parameters. The discount rate is set as 0.05 in this study. Based on the information reported in Table 4 , the performance curves of the PLCB model based on the Part Load Ratio (PLR) are depicted in Figure 4 . It is obvious that the efficiencies of the units are far different from their rated value, implying that ignoring the part-load characteristics may lead to inaccurate results for the optimal sizing of EH. In addition, Table 5 shows the pollutant emission factors and the environment values of the electricity and natural gas. 
Results and Discussions
Optimal Capacity Configuration
The obtained optimal system capacity configurations of EH for the two cases are shown together in Table 6 for comparison. It can be observed that the sizing results are impacted significantly by the use of different models and operation modes. Focusing on the impacts of the models, results indicate that the capacities of GT and HRSG obtained by the PLCB model are higher than those obtained by the simplified model. This can be explained by the generally lower efficiencies of these units in the PLCB model. Due to the lower efficiencies, for a specified load, the more the amount of power that is needed to supply, the higher the capacity configuration of the units. If inspecting exactly, the capacities of GT and HRSG obtained by the PLCB model in Case 1 are much higher than those in Case 2. It can be also observed from Table 6 that the capacity of GB obtained by the PLCB model is the same as that obtained by the simplified model. In addition, the sizing results obtained by the simplified model in Case 1 is the same as that obtained in Case 2, indicating that the operation mode has no influence on the sizing results for the simplified model. On the other hand, the capacities of AC, EC and HE obtained by the two models are closely related to their operation modes. For example, the capacity of AC calculated by the PLCB model is higher than that calculated by the simplified model in Case 1, while the result is diametrically opposed in Case 2. Furthermore, the capacity of EC in Case 1 is much smaller than that in Case 2, as the installed capacity of EC is in competition with the capacity of AC. Concerning the capacity of HE, the result obtained by the PLCB model in Case 1 is 3104 kW, which is a little higher than that obtained by the simplified model, 3000 kW. This is because the heat produced in this case is allowed to be larger than the demand. While in Case 2, as the supply and demand of heat is balanced, the capacities of HE obtained by the two models are just equal to the maximum heating load they faced, which is 3000 kW. Figure 5 shows the convergence of the objective function of the PLCB and simplified models for the two cases. In addition, the various obtained costs calculated by the two models for Case 1 and Case 2 are also analysed. Firstly, we only take the impact of the models into consideration. Figure 6 shows that the O&M costs are the highest, and the capital costs and the residual costs remain relatively small both for the PLCB and simplified models. In addition, the PLCB model has a larger capital cost, due to the larger capacity configurations of generation units compared to the simplified model. However, the O&M cost obtained by the PLCB model is much lower than that obtained by the simplified model, which has the decisive influence on the total cost. Therefore, a 12% lower life cycle cost of EH with the PLCB model can be observed in Case 1 compared to that with the simplified model, indicating that the model considering the part-load characteristics of generation units has a better economic performance on the optimal capacity configuration of EH. Then, the impact of the operation mode on the cost will be analysed. As shown in Figure 6 , the cost results obtained by the simplified model in Case 1 are the same as those obtained in Case 2. In terms of the PLCB model, there apparently exist differences between Case 1 and Case 2. It can be observed that the capital cost for Case 1 is 0.7 million dollars, which is bigger than that for Case 2, 0.6 million dollars. Concerning the O&M cost, it is 2.2 million for Case 1, while it is 2.5 million for Case 2. As the the O&M cost reduced is larger than capital cost added, the total cost obtained by the PLCB model for Case 1 is finally smaller than that for Case 2. Therefore, it can be concluded that EH operating with profit-oriented mode is more economic compared to EH operating with thermal load following mode.
Optimal Operation Strategy
The annual operation strategy of EH calculated by the PLCB and simplified models of Case 1 are graphically represented in Figures 7-9 . In addition, the operation results of Case 2 are shown in Figures 10-12 . For Case 1, it can be observed from Figure 7 that the optimal dispatch of electricity obtained by the PLCB model and simplified model is quite different. At the peak and even periods during the whole year, GT undertakes all the electricity demand for the PLCB model, while it supplies only part of the electricity demand for the simplified model. The grid supplies the shortfall of electricity if the GT cannot meet the demand. Besides, due to the higher amount of electricity generated by GT, the amount of electricity sold back to the grid of the PLCB model is more than that of the simplified model. If inspecting exactly, the electricity sold back to the grid in winter is relatively higher than that in the summer or mid-season. This is because the electricity used to drive EC in winter is lesser than that in other seasons. In valley periods, the electricity demands are entirely covered by the grid for the two models as the electricity tariff is low. Figure 8 shows the optimal heating dispatch for the two models. It can be observed that GB is used as the backup-heating source when the waste heat output of GT cannot meet the thermal demand. The excess thermal output of GT is used to drive the absorption chiller to provide cooling demand for the hotel. Concerning the heating output of HRSG during the peak and even periods, a significant increase in the PLCB model can be observed compared to the simplified model. While in valley periods, the HRSGs of both models do not operate, as the GTs of the two models have already stopped running. The heating demand is supplied by GB during the valley periods for both models, and therefore, the same GB capacity of the two models can be obtained as the maximum heating load occurs during the valley periods. Moreover, the heating produced by HE for the PLCB model is much more than that for the design model all year round since the wasting of heat will not be penalized.
The supply and demand for cooling energy are balanced as shown in Figure 9 . It can be seen that the same cooling optimal schedules of summer and mid-season days are formulated by the two models. During peak and even periods of the winter days, there is no cooling generated for the simplified model, while the cooling generated by the PLCB model is much more than the demand, resulting in the wasting of cooling energy. In addition, during the peak and even periods, the excess thermal output of GT makes AC more competitive compared to using EC. When GT is off during valley periods, EC is a more efficient choice due to the relatively lower investment cost and higher COP compared to AC. For Case 2, the electricity, heating and cooling optimal schedules obtained by the simplified model are the same as those for Case 1, while the optimal schedules obtained by the PLCB model are a bit different. As shown in Figure 10 , the power generated by GT during peak and even periods in this case is much smaller than that in Case 1 as the heat generated is not allowed to be greater than the demand. Similarly, Figure 11 shows that the heat generated by HRSG during peak and even periods is also smaller than that in Case 1. In the rest of the days of the year, the optimal electricity and heating dispatch obtained by the PLCB model are similar to those obtained by the simplified model, which are not repeated here for the sake of conciseness. In terms of the cooling optimal schedules, there apparently exist differences between Case 1 and Case 2. As shown in Figure 12 , AC undertakes almost all of the cooling load all year in this case, while the cooling demand is largely satisfied by AC with a small remainder supported by EC in Case 1. This is a direct consequence of the much larger capacity configuration of AC in this case compared to the capacity in Case 1.
Conclusions
In this paper, we have presented a PLCB model for the optimal capacity configuration of an EH. In addition, a two-stage planning method is proposed to solve the sizing problem. Test cases have been carried out on the PLCB model and the simplified model for comparison, and the following results have been verified.
The optimal capacities of GT and HRSG of the PLCB model are rather higher than those of the simplified model for both cases, while the capacities of GB obtained by the two models are the same. Furthermore, the optimal capacities of AC, EC and HE calculated from the two models are closely related to their operation mode.
In terms of the life cycle cost, a 12% lower life cycle cost of the EH with the PLCB model can be observed compared to that with the simplified model for Case 1, while it decreases to 3% for Case 2. Hence, it can be concluded that the PLCB model is preferred for the optimal design of EHs with fluctuating energy demands due to its accuracy and economic effect. Additionally, it can be also noted that profit-oriented operation mode is a much better choice for the operation of EHs than thermal load following mode.
The proposed PLCB model is used for the optimal capacity configuration of an EH in this paper, and the impact of this model on the planning of a large-scale integrated energy system will be further studied in our future work.
